HIGHWAY FACTORS AND RAILROAD GRADE CROSSING
GROUP CHAIRMAN’S FACTUAL REPORT

Highway and Rail Crossing Attachment — Buckingham Branch Railroad —
Grade Crossing Warning System, Electro-Mechanical Relay Test Records

Crozet, Virginia
HWY 18MHO005

(2 pages)



Reorder No. 480-5943922-1
Issued 7/99

TRAIN CONTROL
RELAY TEST

LOCATION: Lanetown Rd

FRA RULES 234.263,236.105, AAR DOT NO.: 224704E
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Signature of Employee Performing Test (in ink)
Result/Condition Left Codes See instructions on reverse
C - Test Completed, left in compliance
A - Adjustments made, test completed and left in compliance (item shall be identified) .
R - Replacement made, test completed and left in compliance (item shall be identified) Form complies fvith FRA S-96-05






